
*REFER TO LATEST STRUCTURAL ENGINEERS
DRAWINGS M636 18-20 FOR CONFIRMATION OF
ALL STEELWORK SIZES AND DETAILS. IN CASE
OF ANY DISCREPANCY THE STRUCTURAL
ENGINEERS DRAWINGS SHALL TAKE
PRECEDENCE.
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Internal 100mm block wall to be
constructed behind block skirt50mm thick Rockwool or equal approved ablative

coating fire protection batt installed along partition
wall lines to completely fill void space between
column/block wall and inside face of external
cladding to prevent spread of fire between areas
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Inside face block/block 87003

140mm blockwork constructed off 'Hyload' or equal
approved DPC up to 2925mm above slab/FFL.
Block wall to be restrained by 200x75 PFC, above to
be constructed from 146 S 50 'C' section studs taken
to soffit with approved fire stopping material. Studs to
be filled with 120mm Rockwool Flexi Insulation slab or
equal approved sounds insulation. Studs to be clad
with 2no. 12.5mm gyproc wall board each side to
achieve a minimum of 1hrs fire resistance.
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This document and its design content is copyright ©. It shall be read in
conjunction with all other associated project information including models,
specifications, schedules and related consultants documents.

Do not scale from this drawing. All dimensions to be checked on site.

Immediately report any discrepancies, errors and omissions to the originator. If
in doubt ASK.
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General Arrangment Plan
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01
Party wall between 6A/B removed

AJ 26.03.21

02
Unit numbering amended

AJ 25.08.21
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